oy

Entergy Nuclear Northeast

Indian Poirt Energy Center
295 Broadway, Sulte 1

PO, Box 249
Entefgy Lol

Tel 914 734 5340
Fax 814 734 5718

Fred Dacimo
Vice Presidart, Operstions:

August 21, 2003

Re: Indian Point Unit No. 3
Docket No. 50-286
NL-03-136

U.S. Nuclear Reguiatory Commissfon
ATTN: Document Control Desk

Malil Stop: O-P1-17

Washington, D.C. 20555-0001

SUBJECT: Licensae Event Report No. 2003-003-00
Automatic Turbine / Reactor Trip Due to Fault in
345kV Generator Output Breaker 3

Dear Sir:

Entergy Nuclear Operations, inc. (Entergy) hereby submits the attached Licensee Event
Report (LER), 2003-003-00, in accordance with the requirements of 10 CFR 50.73. This
event is of the type defined in 10 CFR 50.73(a)(2)(iv){A) for an event recorded In
Entergy’s corrective action process as Condition Report CR-{P3-2003-03808.

Entergy is making no new commitments in this LER. Should you have any questions
regarding this submittal, please contact Mr. John McCann, Manager, Licensing, Indian
Point Energy Center at (814) 734-5074.

SigCerely,

. Dacimo
Vice President, Operations
Indian Point Energy Center
Attachment

cc:  see nextpage



Mr. Hubert J. Miller

Regional Administrator, Region 1
U.S. Nuclear Regulatory Commission
475 Allendale Roed ;

King of Prussia, PA 18406-1415

Mr. Patrick D. Milano, Sr. Project Manager
Project Directorate |

Divigion of Licensing Project Management
U. S. Nuclear Regulatory Commission
Mail Stop: 0-8-C2

Washington, DC 20555-0001

INPO Record Center
700 Galleria Parkway
Atlanta, GA 30339-6957

U.S. Nuclear Regulatory Commission
Resident Inspector’s Office

indian Point 3

P. O. Box 337

Buchanan, NY 10511-0337
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NRC FORM 366
(2-2001) COMMISSION responss o wih s coliocion
SE
LICENSEE EVENT REPORT (LER) W.mnmmovw , Offica of NEOB-10202
Office of Management and Budgel, nc i & means used io
(See raverse for numbes of coliection gpes not 8 currently aamummnacmaym
digits/characters for each biock) conduct &v sponsor, and & person s not required i respond 1o, the information coliection.
1. FACILITY NAME 2. DOCKET NUMBER 3. PAGE
Indian Point Unit 3 05000- 286 1o 5
4, VITLE
Automatic Turbine Trip / Reactor Trip Due to Fault in 345kV Generator Output Breaker 3
3. EVENT DATE 8. LER NUMBER 7. REPORT DATE 8. OTHER FACILITIES INVOLVED
FACILITY NAME DOCKET NUMBER
SEQUENTWL | REV
MO DAY YEAR | YEAR wneer | 8O | MO | DAY | YEAR 05000~
FACLITY NAME OOCKET NUMBER
06 22 | 2003) 2003 -~ 03 - 00)] 08 | 21 | 2003 05000
2. OPERATING 11, THIS REPORT IS SUBMITTED PURSUANT TO THE REQUIREMENTS OF %8 CFR §i: (Check o thet soply)
MODE 1 20.2201(%) 20.2203(eX3XK) 50.73(a)2)EXE) 50.73(a)(2)XIX}A)
10. POWER 20.2201(d) 20.2203(aX4) 60.73(aX2)ui) 50.73(a)X2)x)
LEVEL 100 20.2203(a X1} 50.38(cX1)1XA) X 50.73(8)2)WXA) 7A.71(eX4)
% i Y v Ry 20.2203(2)(2)1) S036(c)1)W)A) 60.73{a)}2Xv)A) 73.74{a}i5)
7 y ] |202203e2)w) | |60.38(cx2) £0.73{a)}2)(v}B) B Josactbelowor iy
=) 20.2203(a)(2)(8) 50.46(a}INH) 50.73(a)}(2XvXC) 86A
S ! 1 20.2203(s)}2)(v) 50.73(eX2)INA) 50.73{a)2)v)D)
20 o) 2Xv 50.73(e X2)IXB) 50.73(aX2)wi)
ug 50.73(a}(2KiXC) 60.73(a)(2(VEKA) R r——
s 20.2203(a)3)1) 50.73(a 2 KHA) 50.73{a)}(2)(viEXB) ! o
12. LICENSEE CONTACT FOR THIS LER
NAME Richard Loule. Licensino Enaineer TELEPHONE NUMBER (include Area Code)
(914) 734-5678

93. COMPLETE ONE LINE FOR EACH COMPONENT FAILURE DESCRIBED N THIS REPORT

CAUSE SYSTEM COMPONENT FACTURER T0 EFX CALSE SYSTEM COMPONENT FAcun_E_R YO EPIX
A EL | BkR | 1005 N |
14. SUPPLEMENTAL REPORT EXPECTED 18'50“%750 HONTH | DAY YEAR
| ¥ES (f yes, complote EXPECTED SUBMISSIONDATE) | X | N0 DATE

16. ABSTRACT (Limlt to 1400 spaces. |.28., approodmately 15 single-spacad typewritten ngs)

On June 22, 2003, at approximately 1742 houre, following completion of
maintenance activities on the 345kV Buchanan distribution system (PK), Indian
Point Unit 3 experienced an automatic turbine / reactor trip event {JEB}. Prior
to this event, Indian Point Unit 3 was in Mode 1, operating at 100 percent,
steady-state power conditione. Generator output breaker Wo. 3 had been opened
earlier at approximately 1654 hours to support maintenance activities omn 345kV
offsite feeder W-98 (FDR). Indian Point Unit 3 remained in service utilizing
generator output breaker No. 1. While attempting to close breaker Ko. 3, s
fault occurred which resulted in the tripping of both generator ocutput breakers
No. 1 and 3, The cause for this event wae attributed to a ground fault on Phase
B of generator output breaker No. 3 {EL}. Control room personnel ismediataly
entered Emergency Operating Procedure (EOP) E-0, °“Reactor Trip or Safety
Injection”® to initiate plant recovery. WNo radiological releases or adverse
safety implications to the public occurxed as a result of this event. 1In
accordance with 10 CFR 50.72(b) (2) (iv) (B), tha NRC was notified (Event Number
39955) of this event at 2118 hours on June 22, 2003. This report is submitted
pursuant to 10 CFR 50.73(a) (2) {iv) (A) as an svent or condition that resulted in
a manual or automatic actuation of the xreactor protection system.

NRC FORM 368 (7-2001)
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NRC FORM 368AU.S. NUCLEAR REGULATORY COMMISSION
LICENSEE EVENT REPORT (LER)

FACILITY NAME (1) DOCKET (2) LER NUMBER (6) PAGE (3)

SEQUENTIAL | REVISION
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indian Point Unit 3 05000-286 2003 - 03 - o0 2or b

NARRATIVE ( more gpace /s required, use additional copies of NRC. Form 368A) (1T)

DESCRIPTION OF EVENT

Rote: The Energy Industry Identification System Codes are identified within
brackets ().

On June 22, 2003, at approximately 1742 hours, following completion of
maintenance activities on the 34SkV Buchanan distridbution system (PX}, Indian
Point Unit 3 experienced an automatic turbine / reactor trip event {(JE). Prior
to this event, Indian Point Unit 3 was operating in Mode 1, at 100 percent,
steady-state pover conditioms. Generator output breaker No. 3 (BXKR) had heen
opened earlier at approximately 1654 hours to support maintenance activities on
345kV offsite feeder W-98 (FDR)}. 1Indian Point Unit 3 remained in service
utilizing generator cutput breaker No. 1. At approximately 1740 hours, upon
restoration of feeder W-98, a reguest was received from the Con EBdiscon District
Operator to close generator output breaker No. 3. While attempting to close
breaker No. 3, a fault occurred which resulted in the tripping of both generatox
output breakers No. 1 and 3. A main turbine trip occurred as a result of thea
actuation of the main generator primary (86P) and backup (86BU) lockout relays
(866). The main generator trip actuation was caused by the sctuation of
electrical protective relaying direct trip circuitry from the 345kv (FK} main
output breakers {BKR}. The cause for this event was attributed to a ground
fault on Phase B of generator ocutput breaker No. 3. Control room persomnnel
immediately entered Emevgency Operating Procedure (EQOP) E-0, “Reactor Trip or
Safety Injection” to initiate plant recovery. Subsequently, operators
transiticned to ES-0.1, °Reactor Trip Resgponse,” and then to POP-3.1, “Plant
Shutdown From 45 Percent Power.” The plant was stabilized in the hot shutdown
condition and the transieént terminated. Subsequently, the plant was brought to
cold shutdown conditions at approximately 1304 hours on June 23, 2003. 8Statiom
offeite power was maintained throughout this event. There was no automatic
start of the Emexgency Diesel Generators {EK). All control rods (AA) fully
inserted. The Auxiliary Feedwater System (BA} pumps automatically started. In
accordance with 10 CPR 50.72(b) (2) (iv) (B), the NRC was notified (BEvent Number
39955) of this event at 2118 hours on June 22, 2003. This event was entered
into the Entergy Corrective Action Program under CR-IP3-2003-03809. A post
transient evaluation was performed (No. 03-04) on Jupne 23, 2003. This
evaluation did not identify any personnel or procedural iasues during the event.
Upon completion of plant restoration activities, Indian Point Unit 3 was re-
atarted and synchronized to the grid on June 27, 2003 utilizing Breaker Ro. 1
only.

Generator output breaker No. 3 is a 345kV, Type 345GA25-30, manufactured by ITE
Imperial Corporation. There are six sets Of contacts (fixed and moving) mounted
ingide each tank. The contactes are enclosed in a high gaa pressure chamber to
guench the arc during contact disengagement between stationary and moving
contacts,

NRC FORM 306A (1-2001)
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LICENSEE EVENT REPORT (LER)
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indian Point Unit 3 05000-286 2003 - 03 - OO0 3o 5

NARRATIVE (i more apace is required, use sddiSonal copies of NRC Form 368A) (1T)

CRUSE OF EVENT

This event was initiated by the failure of Breaker No. 3, Phase B, and was a
result of compromised dielectric. It is believed that moisture and/or a
contaminated pull rod assembly compromised the SP6 dielectric gas. The
compromised dielectric reduced the breaker’s capability to withstand a heavy
voltage surge during breaker closure. The closure of breaker ¥Wo. 3 and
subsequent re-closure of Millwood breaker No. 18 generated a larger than usual
voltage spike. This resulted in an arc to ground along the bottom of a
defective pull rod assembly in lower support insulator No. 3 causing the lower
support sssembly to fail. The apparent cause for this event is human
performance-related, and is attributed to limited in-house knowledge of the
maintenance and operational reguirements of the ITE Imperial Corporation breaker
deeign. As a result, a heavy reliance on the expertise provided by outside
contractors to perform activities such as breaker repair or refurbishment
existed. A contributing factor was inadequate supervision and oversight of
contractor activities, primarily following recent breaker refurbishment
activities.

CORRECTIVE ACTIONS

The following corrective actions have been or will be performed to prevent a
recurrence of this event,

1. The immediate corrective actiona taken prior to plant restart were to
apsess the damage to breaker Bo. 3, rve-verify the capability of breaker
No. 1 to support 100 percent plant power operation, and restore those
Balance of Plant components which did not operate as expscted following
the reactor trip event, Various equipment repairs were performed prior to
the plant’s return to service on June 27, 2003. (Complaeted)

2. The dielectric moisture level in generator output breaker No. 1 was tested
and found to be within acceptable limits. (Completed)

3. Breaker No. 3 will be replaced with newer designed breaker {GB-Hitachi
HVB). (Bstimated Completion Date: August 2003)

4. The Training Department will perform a site wide needs analysis to
determine the appropriace level of training and qualification needed for
personnsal to provide supervisory overmight of contrxactor/vendor personnel
performing work on plant equipment. (Estimated Completion Date: December
2003)

NRC FORM J08A (3-2001)
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EVENT REPORTING

This report is submitted pursuant toc 10 CFR 50.73(a) (2) (iv) (A) as an event or
condition that resulted in a manual or automatic actuation of the reactor
protection system. In accordance with 10 CFR 50.72(b) (2) (iv) (B), the NRC was
notified (Event Number 39955) of this svent at 2118 hours on June 22, 2003,

PAST SIMILAR EVENTS

A revievw of previous Licensee Bvent Reports generated within the past three
years, which involved a reactaor trip caused by a Buchanan Switchyard related
fault fdentified two events.

LER 2002-003:; On November 15, 2002, while at 100 percent steady-state reactor
power, an automatic reactor trip occurred. Main generator output breaker No. 3
faulted resulting in breakers Nos. 1, 3, and 6 opening and electrically
isolating ths plant output. The apparent cause for the phase-to-ground fault in
breaker No. 3 was high resistance at the breaker contact surfaces. The high
resiptances at the breaker ccntacts were a result of breaker contact
mivalignment during previocus maintenance performed during the 2001 refueling
outage., Subsequent inadequate corrective actions associated with maintenance
performed on breaker 3 in December 2002 contributed to the June 22, 2003
failure. 1In general, a limited knowledge of these breakers and the difficulty
in adequate oversight of contractors due to this limited knowledge were
identified as factors.

LER 2000-008: On June 9, 2000, with the reactor at approximately 100 percent
power, an automatic reactor trip occurred as a result of a main turbime trip.
The cause for the main turbine trip was a direct trip from the 345kV Substation.
Degraded electrical cable insulation between several conductors in the direct
trip circuitry within underground cable between the plant and the 345kV
Substation was the probable cause. The corrective actioms for that event did
not prevent this event because the cause was different. This event was due to a
faulted generator ocutput breaker and was not related to faults in the direct
txip cable,

NRC FORM 3084 [4-3001)
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EVENT SAFETY SIGNIFICANCE

During this event, the turbine received a direct trip aignal from the Buchanan
Switchyard. The tuxbine trip caused a reactor trip due to aignals derived from
the turbine auto stop oil pressure switches since the plant was above P-8
(approximately 35% power). There was no loss of offsite power.

Thers were no safety significant consegquences during this evant. A loss of
external electrical load and/or turbine trxip event is dascrihed in the Indian
Point Unit 3 PFSAR Section 14.1.8. As discussed in the PSAR, the results of the
analyses performed for a total loss of external electrical load without a direct
or immediate reactor trip from full power conditions show that the plant design
is such that thezre would be no challenge to the integrity of the reactor coolant
Bystem or the main steam system. Prassurs relieving devices incorporated in the
design of the plant would be adequate to limit the maximum pressures to within
the design limits. 1In addition, the integrity of the core would be maintained
by operation of the reactor protection eystem; i.e,, the DNBER would be
maintained above the safety analysis limit valus. Thus, no core safety limit
would be violated, Purthexmore, thesa results, in conjunction with the results
for the complete loss of flow event from full power, bound the results for a
complete logs of load from SO0% power without a direct reactor trip on turbine
trip. In this event, offsite power was not lost and the reactor did trip
immadiately. Therefore the Chapter 14 analysis bounds this event.

NRC FORM J08A (8-2001)
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